Waste water treatment in order to preserve water resources is one of the major concerns in developing countries. This study aims to test the operating effectiveness of a pilot designed on a basis of several laboratory experiments, which consists of an anaerobic and aerobic pond in series. The test was performed through monitoring global parameters of pollution. The results of the analysis of these parameters indicate an elimination of 91% of suspended solids, 68% of COD, 77% of BOD5, 61% of nitrate and 81% of phosphorus. It was also noticed that the anaerobic pond removes most, carbonaceous organic materials and especially suspended matters; and the aerobic pond most, nitrogen and especially phosphorus. This study reveals the effectiveness of the series connection of an anaerobic and aerobic pond for domestic wastewater treatment.
Introduction
Human activities give rise to a wide variety of wastes which must be treated before being discharged into the environment. These wastes may, individually or collectively pollute and contaminate the water resource. Fella et al. [1] affirm that the deficiency in their management remains one of the main factors of disease transmission and environmental degradation. But the difficulties related to the management of these wastes and their sanitation become increasingly recurrent in the world and constitute for the developing countries a very worrying and embarrassing environmental issue. It is more alarming in urban areas due to population growth [2] .
In Benin, where little importance is given to the coverage of sanitation services compared to the coverage of water supply services and even less to the purification [3], the problem is more dramatic. But inexpensive systems in terms of implementation and whose maintenance is relatively easy are more adapted to developing countries [4] . To overcome this situation, there is a need to think about affordable and effective wastewater treatment method.
Several treatment methods are developed around the world to treat domestic wastewater (activated sludge, rotating biological, lagoons, assessed cultures, oxyternes etc.). But those adapted to developing countries, are inexpensive in terms of implementation and their maintenance is relatively easy. Thus, the lagoon is considered to be the most suitable technology for wastewater treatment in the climate context of sub-Saharan countries (strong solar radiation, long hours of sunshine) [5] . To avoid stratification problems which negatively affect the proper functioning of lagoons purification stations, a constant mechanical stirring is recommended. Most of these techniques adapted to our realities often use anaerobic and aerobics ponds. To obtain better process stability, some researchers have been focusing on combinations of anaerobic and aerobic ponds [6] . And this approach seems to be a good option for domestic wastewater treatment in developing countries like Benin.
Prior to the use of this kind of treatment, a study of the efficiency of carbon, nitrogen and phosphorus removal using two different reactors anaerobic and aerobic was conducted.
Materials and Methods
This study was conducted on wastewaters from a specific septic tank on the University of Abomey-Calavi in Benin which is the Canadian F building septic tank (one of the students' residences). The Choice was made based on the high concentration of carbonaceous pollutants [7] .
Experimental Setup
The study was conducted in continuous reactors and forced-ventilation mode. The experimental pilot consists of an anaerobic reactor with a capacity of 20 L and a working volume of 18 liters which is connected to an aerobic reactor where a forced-ventilation system is used for aeration (Figure 1) . The working volume of the aeration reactor was 12 liters. The aeration is provided by a cooling module consisting of a pale of diameter 2 cm, fixed to a shaft which is itself driven by a motor. The aeration is not subject to a regulation but is sufficient to saturate the medium. The aerobic reactor is itself connected to a clarifier with a capacity of 5 liters. The clarifier was almost serving as a secondary decanter due to its form, which is the one of a decanter. The pilot was fed by a peristaltic pump Master Flex Type L/S "drive console" with a type of head Easy-Load II, 7518-10 model. The inflow feeding rate was 1.6 ml/s.
Analytical Methods
The pilot evaluation was performed through a sampling technique. The sampling technique adopted is to take samples every 3 hours from the anaerobic pond, every 30 minutes for 2 hours from the aeration tank (aerobic tank) and every 20 minutes for 40 minutes from the clarifier. The samples are stored at 4˚C before being analyzed within 24 hours. Table 1 shows all measured parameters.
Results and Discussions

Wastewater Characterization
The first step was to characterize raw water from the septic tank. from the Canadian F building septic tank which is equal to 530 mg/l with an average ratio of COD = 2.3 which reflects the biodegradability of the effluent and an average concentration of TSS which is equal to 190 mg/l ( Table 2) . This effluent, also verifies the ration BOD 5 :N:P (100:45:2), which facilitates the growth of bacteria and explains the choice of the biological treatment process used [8] . According to its composition, the wastewater from the Canadian F building septic tank on the University of Abomey can be classified as a domestic wastewater moderately loaded.
Physico-Chemical Parameters
The conductivity values obtained in the aerobic tank are from 690 μS/cm to 684 μS/cm. These values could be explained by the sedimentation of the mineral salts that are mixed in the deposited sludge. For the pH, there is a slight increase in treated water (6.71) and raw wastewater (6.25), which is probably due to the chemical and/or biological reactions involved in the release of acid ions or consumption of basic ions. The same observation about the increase was done by Rejsek [9] . As an example, we can mention the reactions of nitrification that cause the acidification of the environment since the effluent comes from a basin (aeration basin).
The temperature obtained at the entrance and exit of the driver are 28.6˚C and 27.95˚C, respectively, they are very close; in these conditions we talk about the constancy of that raw water which is probably related to the transportation conditions of sewage to the driver. These values are acceptable and remain below the standard set by WHO [10] at 30˚C.
Organic Matter
At the exit of the pilot, a MES value is recorded in accordance with the standards set at a maximum of 18 mg/l. The sharp drop in MES content of the treated water would be due to the elimination of the particles by the adsorption of the suspended solids on the biological flocs, on one hand and on the other hand, the good sedimentation at the clarifier. These same observations were made by Rejsek [9] . The rate of decrease in the TSS content after treatment is shown in Figure 2 and is of the order of 91%. This rate is the same order of magnitude as that recommended by Rejsek [9] to be qualified as residual waste water (90%). Only the anaerobic pond contributes to almost 71% in the rate of reduction observed on solids suspensions. This contribution from the anaerobic pond is of the same order of magnitude as that of a primary clarifier (70%) with a few hours of residence time by Effébi [11] .
The measurement of the Biochemical Demand in Oxygen evaluates the content in biodegradable organic matter of water, thus its degree of pollution [12] . The value of BOD 5 in raw wastewater (221 mg/l) confirms the conclusion drawn in the characterization table and that obtained by CNERU [13] , which classify such a wastewater as a moderately loaded wastewater. But on the other hand, for the treated water, the BOD 5 is 50 mg/l which shows an efficiency of 77% (Figure 3) where the anaerobic pond contributes to almost 63%. This value reduction of BOD 5 according to Cardot [14] is due to the activity of purifying microorganisms that provide the degradation and transformation of the organic matter. These microorganisms therefore favor the elimination of organic pollution through the settling and sedimentation of sludge responsible for the elimination of almost all the BOD 5 .
As for the COD, it corresponds to the whole organic content whether they are biodegradable or not. There is therefore a COD > BOD 5 because bacteria do not oxidize all organic components especially those chemically stable [12] . For COD, raw water content is 530 mg/l. We have at the output of the station the COD value which is equal to 172 mg/l with an efficiency of 68% (Figure 4) where the anaerobic tank provides 46%.
Overall, the carbon pollution purges efficiency, COD (68%), BOD 5 (77%) and MES (91%) are satisfactory and the anaerobic pond contributes more in the carbon pollution removal efficiency in the process Figure 5. 
Nutrients
The low nitrate content (9.1 mg/l) obtained in the raw water is linked to the fact that the nitrogen in domestic wastewater is essentially a human originated one, and is mainly in the organic form by Chocat [15] . It is thus under the ammoniacal and organic forms that the nitrogen is present in the effluent to be treated, which confirms the results in literature by Putz [16] . The increased nitrate content observed during treatment would be explained by the presence of the nitrification of the organic nitrogen phenomenon resulting in the oxidation of the ammoniacal nitrogen. The efficiency of conversion of ammonium ion is 47% (Figure 6 ) which is low, which also explains the low rate of nitrification 39% (Figure 7) . But on the other hand, as for the phosphorus, we note a net phosphorus uptake by microorganisms in the environment causing the decline of the latter from 4.16 mg/l to 0.7 mg/l, thus an abatement rate of 81% (Figure 8) . This result seems to be satisfactory in terms of concentration as compared to the standards (<2 mg/l). Overall, the nitrogen pollution removal efficiency is unsatisfactory while that of phosphorus pollution is very satisfactory. The comparison of purification performance parameters (N G and P) shows that the aerobic tank contributes most to the nitrogen and phosphorous pollution removal efficiency of the process Figure 9. 
Conclusion
Using the pilot which consists of an anaerobic and aerobic pond in series gives a good performance through the elimination of various parameters such as COD, BOD 5 , P and TSS with respective efficiencies of 67%, 77%, 81% and 91%. Thus, the anaerobic tank exhibits an excellent carbon material removal efficiency with settling as main process of elimination. And the aerobic tank (aeration) has a very good return for the elimination of phosphorus material and nitrogen using respectively assimilation and nitrification. 
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